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3Congress directed the construction of 200 units of
manufactured/factory-built housing at Fort Irwin, CA, in
1982 to see if this method of construction will cost less
than conventional housing, yet still provide durable housing
commensurate with contemporary housing standards.

Congress directed the Department of Defense (DOD) to
conduct a fair and reliable study that will compare the
operation and maintenance (O&M) costs of manufactured
housing to those of conventional housing. DOD will report
to Congressional committees on the conditions and para-

meters under which this test was conducted and the results
of the test after it is completed in FY88.

To compare these two types of construction properly,
DOD must be able to reliably identify O&M costs and user
satisfaction. In addition, it must be able to identify dif-
ferences in O&M costs and the reasons for those differ-
ences.

This is the second of four interim reports on the progress
of the study. USA-CERL will provide a yearly summary for

each of FY84-FY87. A final report covering the first 5 Vo TE
years of O&M costs will be written at the end of FY88. J 1 U967~JAN 1 4 987

1. No conclusions or inferences should be made as to which
L type of construction was lowest cost until the final 5-year

summary is complete. E

Approved for public release; distribution unlimited.
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The contents of this report are not to be used for advertising, publication, or
promotional purposes. Citation of trade names does not constitute an
official indorsement or approval of the use of such commercial products.
The findings of this report are not to be construed as an official Department
of the Army position, unless so designated by other authorized documents.

DESTROY THIS REPORT WHEN IT IS NO I ON(;ER NELDED

DO NOT RETVRN IT TO THE ORI"IN.4 TOR
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FOREWORD

This research was conducted for the Assistant Chief of Engineers, Office of the Chief
of Engineers (OCE) under Inter Army Orders (IAOs) from Fort Irwin and Headquarters,
U.S. Army Forces Command, dated 22 Aug 83, 19 Sep 83, 14 May 84, and 15 Jan 85.
The OCE Technical Monitor was Mr. Alex Houtzager, DAEN-ZCH-F.

The work was performed by the Facility Systems Division (FS), U.S. Army Construc-
tion Engineering Research Laboratory (USA-CERL). The Principal Investigator was Mr.
Robert Neathammer. Assistance was provided by Mr. Robert Doerr, Mr. Thomas Napier,
Ms. Mary Chionis, Mr. William Dolan, Mr. John Shonder, Mr. Victor Storm, and Ms.
Darcy Weber. Mr. E. A. Lotz is Chief of USA-CERL-FS.

COL Paul J. Theuer is Commander and Director of USA-CERL, and Dr. L. R. Shaffer
is Technical Director.
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TWO-YEAR SUMMARY OF importance for future construction criteria, construc-
FORT IRWIN, CA, FAMILY HOUSING tion methods, and occupant satisfaction.
COMPARISON TEST:
OPERATION AND MAINTENANCE COSTS Objective
OF MANUFACTURED VS. The objective of this report is to present results of
CONVENTIONALLY BUILT UNITS the O&M and occupant satisfaction data collection for

both conventionally built and manufactured housing
from construction through September 1985. First year
data were reported in USA-CERL Interim Report (IR)

INTRODUCTION P-85/14.2

Approach
Background The first step in the project was to develop data

Congress believes that use of manufactured (factory collection and data analysis procedures. The cost
built) military housing, rather than conventionally comparisons and analyses which will be done in this
built units, will result in lower overall costs but still study were established in USA-CERL Special Report
provide durable housing that meets contemporary (SR) P-140, Fort Irwin Housing Comparison Test.3

-I housing standards. To verify this belief, Congress The data will be collected, summarized, and reported
directed the Department of Defense (DOD) to con- on a yearly basis.
struct 200 units of manufactured housing at Fort
Irwin, CA, for comparison with conventionally built
housing.' 2 DESCRIPTION OF THE

The manufactured units were to be constructed to FAMILY HOUSING UNITS
meet DOD standards and criteria for essential space,
structural durability, energy efficiency, material
quality, and life safety. These standards and criteria Manufactured Housing Units (MHU)
are compatible with, and complementary to, the These 200 units consist of 50 two-story fourplexes.
Federal Manufactured Housing Construction and Each upper unit has a balcony-porch and each lower
Safety Standards (FMHCSS). The Fort Irwin study one has a patio with privacy fencing. Each unit has a
will compare the impact of the FMHCSS versus refrigerator, gas range, gas water heater, garbage dis-
standard DOD criteria, except for the essential criteria posal, central air conditioning, and gas-fired forced air
listed above. furnace. Each unit has two bedrooms, a kitchen, living-

dining area, family room, one bathroom, utility room,
The study vil be conducted during the first 5 years and a one-car garage. There are two units on each level.

the housing units are occupied; initial occupancy on
some units began in February 1983. The study will Initial occupancy was:

*, compare 200 two-bedroom manufactured units to
144 two-bedroom, conventionally built units (CBU). 61 units Dec 83
DOD will present the conditions and parameters of 7 units Jan 84
this test to Congress and will report the study results 64 units Feb 84
at the end of each year of the test.

57 units Apr 84
To properly compare manufactured versus conven- q units May 84

tional housing, the study must address operation and
maintenance (O&M) costs and user satisfaction for
both types of housing. The study should not only
identify the differences, if any, in O&M costs, but also
identify the reasons for the differences and their 2R. 1). Neathannier. Fort Irwi. Ci. Fami"l Housing

.ompartson lest O(pratite awl Mainteinance Costs ol Manu
_ _ _acturcd is (ontletinalli, Built (nits. IR P-85/14/ADA

'Report No. 9744. Military Construction Authorization 15974(1 SA-"IRL. 1985).
Act (House of Representatives Committee on Armed Services. M J. O'(c'fnor, I-ort Irwin Housing Comparison Test,
1982), pp 8-9. SR P-14 ADAt 30h349 ttSA-'I-RL. 1983).
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Conventionally Built Units (CBU) pendix B of IR P-85/14). BSI was contracted to seg-
The 144 units consist of 13 sxplexes. 6 fiveplexes, regate all service orders for maintenance for the test

and 9 fourplexes. all tv o-story buildings. -ach unit has units and report cost data to USA-CERL through the
two bedrooms, a kitchen, living-dining area, family- Fort Irwin Directorate of Engineering and Housing
room, one bathroom, utility room. and a one-car (DEH) on a monthly basis.

i%- garage. The fourplexes have two units on each level.
There are two units on the second stor, in the five- BSI was contracted to read gas and electric meters
and sixplexes with the additional unit(s) on the first at the end of each month and report similarly.
level. The CBU also have a one-car garage, refrigerator,
gas range. gas hot water heater, garbage disposal, Self-help data reports* and occupancy data were to
central air conditioning, and gas-fired forced air be forwarded quarterly.
furnace.

An occupant satisfaction questionnaire is given to
A detailed description of all units can be found in each vacating family with a mail-back envelope to

the Los Angeles District Office report. 4  USA-CERL.

Initial occupancy was: Data Verification
USA-CERL is verifying the reported data several

8 units Feb 83 ways. Each service order is checked against the re-

28 units Mar 83 ported data forwarded by BSI. Discrepancies are re-
solved on verification visits to Fort Irwin. Additionally.

38 units Apr 83 BSI has set up separate accounting codes for the two

31 units May 83 groups of units and the total billed is compared to the
23 unts Jun 83 total obtained from summing over all the individual

service order data.
14 units Jul 83
2 units Aug 83 On meter readings, USA-CERL developed a com-

puter program to compare monthly readings. When ap-
parently erroneous data occurs, BSI is notified and

3 DATA COLLECTION PROCEDURES corrections arc made.

Data Analysis
Maintenance Costs

Data that should be collected in this study and their These costs are reported on a unit-month basis and
level of detail were discussed in USA-CERL SR P-140. yearly basis. The data will also be summarized by
That report ernphasized that data be collected at such building component to determine if one or more corn-
a level of detail that any differences found between the ponents for one of the types of units is the cause of
two types of construction could be explained. Ap- large maintenance costs. If so. an effort will be made
pendix A in IR P-85/14 lists the housing units and to determine why these costs occur, i.e., what criteria
their identification i,,ibers used in the data collection, or design features should be reviewed/changed.

Data Collection Cost differences will irrobably be caused by material
Discussions were held with the technical monitor, quality, installation, differences inherent to manu-

" acilities Engineering Support Agency (FFSA) repre- factured or conventional construction and possible
sentatives, the FORSCOM IIQ representative, Fort errors in specifications for the two projects.
Irwin personnel, and the base operations contractor,
Boeing Services International (BSI) representatives, to Warranty work referred to the construction contrac-

"t determine best methods of collecting the data. For tor was not included in the cost comparison since no
A, O&M data, USA-('tRL designed report forms (Ap- cost data are available or applicable, as it is not a cost

to the government.

t'fort Irwin Itarn,; Housmin Studv A Report ,: .'anufat . ... p-n
tzured/bactwiv Built 11husing and Sit( Buitlt lhousmrg. Fort *Sell-help is, i program u.hercb octupant,, obtin supplies

Irwin (-1It S Army( mtpiotf I nvrneer%. I o% Angeles Disttrict, and 1lniic Lts Irofm a central ,,archoi -W t' hldkc inif re

September 1484). pairs 111 i .l ve,
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Energi' Consumption The furnace efficiencies of the MIIU were significantly
Gas and electricity consumption wiU be reported on higher than those of the CBU.

a unit-month basis and a yearly basis. Since most of
the MHI' were not completed until May 1984, prior Wall Heat Transfer Characteristics
energ. consumption data for the CBU will not be This parameter was not measured for the CBU be-
used in comparisons. (Energy consumption compari- cause of unfavorable weather. This parameter was
sons are only valid for the same time frame because calculated for both types of construction using the
of %arx ing weather conditions.) designed wall construction. These data are given in

Appendices C and D and are summarized below:
Occupanwv HLhects

Occupany data are also being collected. These data Average Standard
will be analyzed to ensure that both types of units No. Heat Loss Deviation
have a similar distribution of occupants during the Type Units (Btu/hr-°F) (Btu/hr-°F)
5ears (ages, numbers). If required, these data will
be correlated with O&M costs to help explain dif- CBU 16 310 51
ferences in costs. MHU 15 237 58

Scl.1tel/p Data
These data will be summarized to see if maintenance

costs are affected.

4 WHOLE HOUSE ENERGY TESTS 50&M COSTS

Three whole house energy tests were performed on Overall Costs
a sample of units from each type of construction. Ap- The total housing unit months and maintenance
pendices C and D of IR P-85/14 give details, costs through September 1985 are shown below.

House Tightness
The number of air changes per hour were measured No. Total Cost/Unit Cost/Unit

with the following results: Type Months Cost(S) Month(S) Year(S)

Average MHU 3820 53350 13.97 168

No. Air Change Standard CBU 4255 70412 16.55 199
Type Units Per Hr Deviation Frequencies of Maintenance Per Housing Unit

CBL 15 13.0 1.06 For the MHU the number of service orders for a

MIii 12 10.9 2.67 housing unit ranges from 0 to 36. For the CBU the
range is I to 50. Table I lists the frequencies.

There is a statistically significant difference between
the two types of construction, with the MHU being Frequencies of Maintenance Per Component
more airtight, on the average. Table 2 lists the frequencies of service orders per

building component, where the frequency is at least 2

Furnace Efficiency percent of the total number of service orders.

The furnace efficiency results were as follows:
Self-Help Repairs

No. Average Standard Total self-help costs (not included in the overall

Type Units Efficiency Deviation costs shown above) are:

CBU 13 66.2% 6.24% MHIJ $467

MIIU 16 79.317 3.367, CBJ S370

7
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Table 1

Frequency of Repair
(CBU vs. MHU)

Conventionally Built Units Manufactured Housing Units

No. of No. of Units No. of No. of Units
Service Calls With These Totals Service Calls With These Totals

50 1 36 2
47 I 33 1
39 1 30 3
37 1 26 1
36 1 25 1

35 1 24 4
34 1 23 1

32 1 22 2
31 1 21 4
30 20 4

29 19 7
28 3 18 8

27 3 17 5
26 1 16 6

25 3 15 9
24 2 14 4
23 3 13 12
22 1 12 9
21 4 11 10

520 10 9
19 4 9 11
18 8 8 13

17 8 7 17
. 16 5 6 16

15 3 5 13

14 9 4 5
13 10 3 7(4)
12 12 2 23 (5)
11 11 1 39 (6)
10 12 0 3

9 7
8 2
7 6

6 1
5 2
4 2
3 4(1)

2 3 (2)
I 14 (3)

.I One ot these was a service call for the building as a \%.hole, not an apartment.

124 T%, 0 t these were service calls for the building as a whole, not an apaittent.

13) All 14 of t hew \% ere ,ericc calls tor the building as a whole, not an apartment.

44) One ot thse " as a service call for the buildllle as a w% hole, not ar aila:trnent.

'5) rhirteen ot Itcse %% ere service calls for the building as a \s hole, not an apartment.

164 Thirty-tour ot these ,, ere scrvice calls tor the buildine as a %s hole, not an apartnicri.
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Table 2

Maintenance Per Component
(Percent of Service Calls by Component)

Cost (S)
Component Conventional Manufactured

No. Description Housing Units Housing Units CBU MIU

(N-2347)* (N=2295) (Total = 70412) (Total = 53350)

011 Ron- Surlce ** 60(3%) 3723 ; 7)
0 104 Guttersand [)o%.nsporzts 80 (3'2:) 45 (2%) 1091 (1.5%) 607 (1%)
021;6 1 \terior Doors and I rames 135 (6%) 128 (6%) 2739 (4%) 2326 (4%7)
U207 Storm and Screen Doors 60 (3%) -** 1522 (2%)
o2oh Wndo, s and I rames 37 (2%) 839 (2%)
02u9 Stormin idows and Screens 35 (2%) -- 862 (1V%)
0212 Interior Dr,,wall 38 (2%) 35 (2%) 1273 (2%) 728 (17)
0214 Interior Doors 174 (7%1) 121 (5%) 4404 (6%) 2086 (4-)
02:0 Garage Door 97 (4%) 42 (2%) 2505 (4%) 850 (2%)
03o1 Resilient Flooring 62 (3%) 1157 (2-1)
U601 Heating Plant 69 (3%) -- 1569 (2%)
o607 Heatin, Controls 72 (3%) - 2925 (4-)
0608 Other Fea'ing 55 (2%) 54 (2%) 1139 (2%) 938 (2%)
074 AC Retricerant 142 (6%) 70 (3%) 6531 (9%) 3236 (6,)
'1706 -X/C Controls 35 (21) 1723 (2,)
-7n7 A ( Other (ooltng, 79 (3%) 84 (4%;) 1541 (2%) 1657 (3%)

Water Hteater 43 (2%) 68 (3%) 1308 (2%) 3650 (7%)
0813 Piping. Suppk 53 (2%) 81(4%) 1613 (2%) 2463 (5%)

'S014 f aucets and Shower tteads 65 13) 112 (5%7) 1486 (2%) 2075 (4%)
.so81 Laatories 56 (2%) 53 (2%) 908(0%) 1010 (2,%)
(1806 Vatcr (losets 117 (5%) 113 (5%) 2482 (4%) 2342 (4%) ':
080 7 Batlttub Sho , er (nit 63 (3%) --- 989 (2%)
1.,1) 2 Panel Bo\ 45 (2%) -- 1090 (2%)
19,14 \al Receptacles 44 (21; 56 (3%) 762 (1%) 934 (2%)

H9o6 Light I ixtures 93 (4%) 46 (2%) 2284 (3%) 594 (1%)
I 1I Garbage Disposal 82 (3.) 77 (3%) 1831 (3%) 1304 (2%)
10112 Dishwasher 59 (3%) 84(4%) 2483 (4%) 1533 (37)
1003 Range 152 (10%) 213 (9%) 4756 (7%) 4197 (8%)
1201 Water Supply 48 (2%) 48 (2%) 837 (1%) 624 (1%)

*N = Number of Service Orders.

= Less than 2%.

s,)
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6ENERGY COSTS MHU CBU

Jan 85 3540 320
onpli[Soils of, "iS alld electricity, consumption Feb 85 2940 2780

o elet Mar 85 2700 2390
hecan in Nla: lThb4 since most MILUL were not oc- Apr 85 1460 1270
cupied before then. Ma y 85 60 170SMay 85 960 820

Jun 85 610 570
Electricity Consumption Jul 85 650 580

The average usage (kWh) per housing unit is shown Aug 85 660 670
in Table 3. For the 17-nonth period, an MHU used Sep 85 700 650
an average total of 14,080 kWh while a CBU used an
average of 13.358 kWh. This is a difference of 722 For the 17-month period, an MHU used an average

SkWh + 17 months = 42.5 kWh/month. At the Aug 85 total of 25,000 cu ft while a CBU used an average
rate of S0.0825ikWh an MHU cost S3.50 more than a total of 22,410. This is a difference of 2590 cu ft
CBU for electricty per month. 17 months = 152.4 cu ft/month. At the Aug 85 cost

of SO.0228/cu ft an MBU cost S3.4 / more than a CBU

Table 3 for gas per month.
,1., Monthly Electricity Consumption (kWh)

MHU cBU 7 OCCUPANT SATISFACTION
May 84 780 704

Jan 84 1007 959
Jul 84 1218 1170 One part of the study assesses occupants' satisfac-
Aug84 1263 1132 tion with their housing. Use of lower cost housing
Sep 84 1001 907 would be questionable if it created morale problems
Oct 84 557 582 with Army personnel. A questionnaire developed at
Nov 84 445 433 USA-CERL and apprcved by FORSCOM, FESA, and
Dec 84 486 471 OCE is given in Appendix F of IR P-85/14.
Jan 85 484 463
Feb 85 427 417 A copy of the questionnaire with a mail-back
Mar 85 423 444 envelope (to USA-CERL) is given to each vacating
Apr 85 633 549 family by BSI approximately 2 weeks before vacating.
May 85 679 661 BSI is also to check with the family when they are
Jun 85 1179 1013 vacating to encourage completion and mail-back.
Jul 85 1451 1425
Aug 85 1420 1312 Through September 1984, the return rate on the

, Sep 85 643 707 questionnaires was 35 percent. This response rate is
considered low. Special surveys were done in Sep 84,

Gas Consumption Apr 85. and Jun 85 of all families who had lived in
Type of gas is liquid propane. The average usage their quarters at least 1 year. Of these, 12 (52 per-

(C,- t) per housing unit monthly data were: cent) returned questionnaires. Overall, of 337 vacating
occupants only 60 (18 percent) returned question-

MHU CBU naires. Special surveys will be conducted again in
FY86.

.-0 ay 84 900 710
Jun 84 680 640 For analysis purposes, only occupants who had
Jul 84 570 530 lived in their quarters for at least 12 months were
Aug 84 620 590 considered, since they would have been through both
Sep 84 580 530 heating and cooling seasons.
Oct 84 1410 1110
Nov 84 2400 2070 The responses from occupants of the two types ot
Dec 84 3560 3180 units were compared by performing cross tabulations.

10
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The tollowing paragraphs show results for key (itles- Q7J I There was a significant difference between oc-
tions and for questions for which occupants of the two cupants of ('B and Mill)' for cleaability of lisnig

housing types differed significantly 195 percent con- dining room floors, caused by the (lit' first 11o, i,

fidence. There were 80 responses from occupants of cupants" responses:
CBU and 48 for MIL'.

Hard Easy No

Q5. How would you rate the condition of your to Clean to (lean Opinil.,

quarters.
C(Bt' I-rst 1loo 65'; 3

Better than Below CBUi Second Floor 20

Excellent Average Average Average Poor MIl' First Floor 24 2
Mill) Second Floor t0 0 15

(I 23' 35 40

MIlU 10 50 29 10 0 07K. lhere was a statisticall, sigliticant difterence lot
satisfaction with bedroom floors as Sccond floor

There is a statistically significant difference between (carpet) occupants were more satisfied

occupants of the two housing types.
Not No

Q6. In general, how satisfied have you been with these Satisfied Satisfied Opinion
quarters?

CBU First Floor 5 1 1 49 0

Very Very CBU Second Floor 96 0 4

Satisfied Satisfied Dissatisfied Dissatisfied MHU First Floor 56 40 4
MlU Second Floor 74 22 4

(B L 22' 5) 15 4

MIl'U 12 67 21 0 7KI. There was a statistically significant difference
between first floor and second floor occupants for

No significant difference was found. cleanability of bedroom flcors with more first floor
occupants (vinyl/tile) rating it as hard to clean:

Q7B. There was a major difference between CBU and
IMHU for satisfaction with bathroom tubs and showers: Hard Easy No

to Clean to Clean Opinion
Not No

Satisfied Satisfied Opinion CBU First Floor 57% 43 0
CBU Second Floor 10 80 10

CBIJ 70% 27 2 MHU First Floor 28 60 12

MHU 48 48 4 MHU Second Floor 10 75 15

Q7J. There was a statistically significant difference be- Q9-10. There was no difference between CBU and

tween first and second floor occupants of the two MHU for noise/odor annoyance from other quarters.

housing types for satisfaction of living/dining room
floors. Second floor units have carpet while first floor
have tile/vinyl. Second floor occupants were more
satisfied. CONCLUSION

Not No
Satisfied Satisfied Opinion

This interim report has presented results of the

CBU First Floor 42% 53 5 O&M and occupant satisfaction data collection for

(8BU Second Floor 82 14 4 conventionally built and manufactured housing units

MIIU First Floor 44 52 4 at Fort Irwin, CA. The data cover a 2-year period from

MiII] Second Floor 70 26 4 construction through September 1985.
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ATTN: Library (41)
ATTN: SpLCO-CM (;) USACC,ATrN: Facilities Engr (2)

Los Angeles WESTCON

US Army Engineer ivisions ATTN: OEM. Ft. Shafter 96858
ATTN: Library (14) FORT BELVOIR, VA 22070 (7)
ATT N: SPDED (2) ATTN: Canadian Lialson Offtce

South Pacific ATTN: Eng Studies Center
US Army Eurape AMTN: RUO Co

AEAEN-OOCS/Engr 09403
ISAE 09081 Commander

ATTN: OEH (11) National Training Center
VII Corps ATTN: AFZJ-FER (2)

ATTN: 0EM (15)
21stSuort Comand U.S. Army Corps of Engineers
ATTN: 0(12) Ft. Irwin Office (2)

Allied Comlmad Europe (ACE)
ATlN: OEM (3) U.S. Army Europe
ATTN: HQ DEH AiTN: C/AEAEN-EH-i

8th USA, Korea

USA Jam (USARJ) CRREL, ATN: Library 03755
ATTN: AJEN-OCEH 96343 WES, ATTN: Library 39L80

US Ntilitary Academy 10944 AFE.SC. Tyndal1 AFU, FL 32403ArTN: Facilities Engineer
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